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FL6588003 Pluris-South Gate Utilities L 1 Intertie GW 8003001 EPTDS from Intertie EP 2 8003002 11/21/2014 35165135001AM PFHpA 0.01 EPA 537 < SE1 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 1 Intertie GW 8003001 EPTDS from Intertie EP 2 8003002 11/21/2014 35165135001AM PFNA 0.02 EPA 537 < SE1 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 1 Intertie GW 8003001 EPTDS from Intertie EP 2 8003002 11/21/2014 35165135001AM PFOS 0.04 EPA 537 < SE1 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 1 Intertie GW 8003001 EPTDS from Intertie EP 2 8003002 11/21/2014 35165135001AM 1,3-butadiene 0.1 EPA 524.3 < SE1 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 1 Intertie GW 8003001 EPTDS from Intertie EP 2 8003002 11/21/2014 35165135001AM Halon 1011 0.06 EPA 524.3 < SE1 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 1 Intertie GW 8003001 EPTDS from Intertie EP 2 8003002 11/21/2014 35165135001AM 1,2,3-trichloropropane 0.03 EPA 524.3 < SE1 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 1 Intertie GW 8003001 EPTDS from Intertie EP 2 8003002 11/21/2014 35165135001AM bromomethane 0.2 EPA 524.3 < SE1 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 1 Intertie GW 8003001 EPTDS from Intertie EP 2 8003002 11/21/2014 35165135001AM chloromethane 0.2 EPA 524.3 < SE1 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 1 Intertie GW 8003001 EPTDS from Intertie EP 2 8003002 11/21/2014 35165135001AM vanadium 0.2 EPA 200.8 = 1 SE1 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 1 Intertie GW 8003001 EPTDS from Intertie EP 2 8003002 11/21/2014 35165135001AM cobalt 1 EPA 200.8 < SE1 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 1 Intertie GW 8003001 EPTDS from Intertie EP 2 8003002 11/21/2014 35165135001AM molybdenum 1 EPA 200.8 = 1.2 SE1 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 2 Distribution System GW 8003002 Turtle Beach MR 11/21/2014 35165135003AM molybdenum 1 EPA 200.8 < SE1 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 1 Intertie GW 8003001 EPTDS from Intertie EP 2 8003002 11/21/2014 35165135001AM PFHxS 0.03 EPA 537 < SE1 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 1 Intertie GW 8003001 EPTDS from Intertie EP 2 8003002 11/21/2014 35165135001AM PFBS 0.09 EPA 537 < SE1 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 2 Distribution System GW 8003002 Turtle Beach MR 11/21/2014 14120913-002 chlorate 20 EPA 300.1 = 364 SE1 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 2 Distribution System GW 8003002 Turtle Beach MR 5/28/2015 35190406003AM chlorate 20 EPA 300.1 = 479 SE2 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 2 Distribution System GW 8003002 Turtle Beach MR 5/28/2015 35190406003AM strontium 0.3 EPA 200.8 = 7280 SE2 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 2 Distribution System GW 8003002 Turtle Beach MR 5/28/2015 35190406003AM chromium-6 0.03 EPA 218.7 = 0.053 SE2 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 2 Distribution System GW 8003002 Turtle Beach MR 5/28/2015 35190406003AM cobalt 1 EPA 200.8 < SE2 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 1 Intertie GW 8003001 EPTDS from Intertie EP 2 8003002 11/21/2014 35165135001AM chromium-6 0.03 EPA 218.7 = 0.048 SE1 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 2 Distribution System GW 8003002 Turtle Beach MR 11/21/2014 35165135003AM vanadium 0.2 EPA 200.8 = 1.1 SE1 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 2 Distribution System GW 8003002 Turtle Beach MR 5/28/2015 35190406003AM molybdenum 1 EPA 200.8 < SE2 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 2 Distribution System GW 8003002 Turtle Beach MR 11/21/2014 35165135003AM cobalt 1 EPA 200.8 < SE1 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 2 Distribution System GW 8003002 Turtle Beach MR 11/21/2014 35165135003AM chromium-6 0.03 EPA 218.7 = 0.061 SE1 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 2 Distribution System GW 8003002 Turtle Beach MR 11/21/2014 35165135003AM strontium 0.3 EPA 200.8 = 4040 SE1 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 2 Distribution System GW 8003002 Turtle Beach MR 7/1/2015 35195638001AM chromium 0.2 EPA 200.8 < SE2 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 2 Distribution System GW 8003002 Turtle Beach MR 5/28/2015 35190406003AM vanadium 0.2 EPA 200.8 = 1 SE2 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 1 Intertie GW 8003001 EPTDS from Intertie EP 2 8003002 5/28/2015 35190406001AM 1,3-butadiene 0.1 EPA 524.3 < SE2 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 1 Intertie GW 8003001 EPTDS from Intertie EP 2 8003002 11/21/2014 14120913-001 chlorate 20 EPA 300.1 = 375 SE1 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 2 Distribution System GW 8003002 Turtle Beach MR 11/21/2014 35165135003AM chromium 0.2 EPA 200.8 < SE1 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 1 Intertie GW 8003001 EPTDS from Intertie EP 2 8003002 11/21/2014 35165135001AM strontium 0.3 EPA 200.8 = 5120 SE1 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 1 Intertie GW 8003001 EPTDS from Intertie EP 2 8003002 5/28/2015 35190406001AM cobalt 1 EPA 200.8 < SE2 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 1 Intertie GW 8003001 EPTDS from Intertie EP 2 8003002 5/28/2015 35190406001AM chromium 0.2 EPA 200.8 = 0.36 SE2 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 1 Intertie GW 8003001 EPTDS from Intertie EP 2 8003002 5/28/2015 35190406001AM molybdenum 1 EPA 200.8 = 1.6 SE2 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 1 Intertie GW 8003001 EPTDS from Intertie EP 2 8003002 5/28/2015 35190406001AM strontium 0.3 EPA 200.8 = 5310 SE2 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 1 Intertie GW 8003001 EPTDS from Intertie EP 2 8003002 5/28/2015 35190406001AM vanadium 0.2 EPA 200.8 = 1 SE2 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 1 Intertie GW 8003001 EPTDS from Intertie EP 2 8003002 5/28/2015 35190406001AM 1,4-dioxane 0.07 EPA 522 < SE2 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 1 Intertie GW 8003001 EPTDS from Intertie EP 2 8003002 5/28/2015 35190406001AM chloromethane 0.2 EPA 524.3 < SE2 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 1 Intertie GW 8003001 EPTDS from Intertie EP 2 8003002 5/28/2015 35190406001AM bromomethane 0.2 EPA 524.3 < SE2 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 1 Intertie GW 8003001 EPTDS from Intertie EP 2 8003002 5/28/2015 35190406001AM chlorate 20 EPA 300.1 = 567 SE2 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 1 Intertie GW 8003001 EPTDS from Intertie EP 2 8003002 5/28/2015 35190406001AM Halon 1011 0.06 EPA 524.3 < SE2 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 1 Intertie GW 8003001 EPTDS from Intertie EP 2 8003002 5/28/2015 35190406001AM chromium-6 0.03 EPA 218.7 = 0.044 SE2 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 1 Intertie GW 8003001 EPTDS from Intertie EP 2 8003002 5/28/2015 35190406001AM PFOA 0.02 EPA 537 < SE2 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 1 Intertie GW 8003001 EPTDS from Intertie EP 2 8003002 5/28/2015 35190406001AM HCFC-22 0.08 EPA 524.3 < SE2 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 1 Intertie GW 8003001 EPTDS from Intertie EP 2 8003002 11/21/2014 35165135001AM 1,1-dichloroethane 0.03 EPA 524.3 < SE1 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 1 Intertie GW 8003001 EPTDS from Intertie EP 2 8003002 11/21/2014 35165135001AM 1,4-dioxane 0.07 EPA 522 < SE1 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 1 Intertie GW 8003001 EPTDS from Intertie EP 2 8003002 11/21/2014 35165135001AM chromium 0.2 EPA 200.8 < SE1 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 1 Intertie GW 8003001 EPTDS from Intertie EP 2 8003002 5/28/2015 35190406001AM 1,1-dichloroethane 0.03 EPA 524.3 < SE2 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 1 Intertie GW 8003001 EPTDS from Intertie EP 2 8003002 11/21/2014 35165135001AM HCFC-22 0.08 EPA 524.3 < SE1 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 1 Intertie GW 8003001 EPTDS from Intertie EP 2 8003002 5/28/2015 35190406001AM PFOS 0.04 EPA 537 < SE2 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 1 Intertie GW 8003001 EPTDS from Intertie EP 2 8003002 11/21/2014 35165135001AM PFOA 0.02 EPA 537 < SE1 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 1 Intertie GW 8003001 EPTDS from Intertie EP 2 8003002 5/28/2015 35190406001AM PFNA 0.02 EPA 537 < SE2 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 1 Intertie GW 8003001 EPTDS from Intertie EP 2 8003002 5/28/2015 35190406001AM PFHxS 0.03 EPA 537 < SE2 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 1 Intertie GW 8003001 EPTDS from Intertie EP 2 8003002 5/28/2015 35190406001AM PFHpA 0.01 EPA 537 < SE2 AM 4 FL

FL6588003 Pluris-South Gate Utilities L 1 Intertie GW 8003001 EPTDS from Intertie EP 2 8003002 5/28/2015 35190406001AM PFBS 0.09 EPA 537 < SE2 AM 4 FL

Pluris South Gate, Inc. has been monitoring for unregulated contaminants (UCs) as part of a study to help the U.S. Environmental Protection Agency (EPA) determine the occurrence in drinking water of UCs and whether or not these 
contaminants need to be regulated. At present, no health standards (for example, maximum contaminant levels) have been established for UCs. However, we are required to publish the analytical results of our UC monitoring in our annual 
water quality report. The source of Pluris South Gate, Inc. water is from Sarasota County. If you would like more information on the EPA's Unregulated Contaminants Monitoring Rule, please call the Safe Drinking Water Hotline at (800) 
426.4791.
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